
 
ViginiaDOT.org 

WE KEEP VIRGINIA MOVING 

 
 

COMMONWEALTH of VIRGINIA 
 DEPARTMENT OF TRANSPORTATION 
          GREGORY A. WHIRLEY 1401 E. Broad Street   
            ACTING COMMISSIONER RICHMOND, VA 23219-2000   

 
August 31, 2006 

 
ADDENDUM NUMBER ONE 
 
TO ALL PLAN HOLDERS – New Kent Safety Rest Area & Information Center 
Project Code:  501-06501-005 
Contractual Work – IFB 743-RD 
Bid Receipt Date:  2:00 PM (EST), Thursday, September 14, 2006      
Bid Opening Date:  2:00 PM (EST), Friday, September 15, 2006 
 
Ladies and Gentlemen: 
 
This Addendum Number One shall be added to and shall become a part of the original bid 
documents. 
 
The Bid Receipt and Opening Dates will remain the same. 
 
Acknowledgement of receiving this addendum must be shown on the bid form in the space 
provided or your bid may be rejected. 
 
Sincerely, 
 
 
 
Robin Dolatowski, VCO 
Capital Outlay Procurement Manager 

 





Revise paragraph 3.1.2 as follows: 
 

Vapor barrier shall be provided beneath the interior on-grade concrete 
floor slabs.  The greatest width practicable shall be used to eliminate joints 
wherever possible.  Joints shall be welded or lapped a minimum of 12 
inches and sealed with pressure sensitive adhesive or tape not less than 2 
inches wide and compatible with the membrane.  Torn, punctured, or, 
damaged vapor barrier material shall be removed and new vapor barrier 
shall be provided prior to placing concrete.  For minor repairs, patches 
may be made using laps of at least 12 inches and welding seams.  Vapor 
barrier shall be placed directly on underlying subgrade, base course, or 
capillary water barrier.  Concrete placement shall be controlled so as to 
prevent damage to the vapor barrier. 

 
4. Section 09445 – Resinous Terrazzo Flooring: 

 
Add paragraph 2.8 as follows: 
 

2.8 Fluid-applied Elastomeric Crack Isolation Membrane 
 
Terrazzo manufacturer’s recommended compatible elastomeric crack 
isolation membrane. 

 
Add paragraph 3.5 as follows: 
 

3.5 Elastomeric Crack Isolation Membrane 
 
Apply elastomeric crack isolation membrane to approximately 10% of the 
floor area where terrazzo flooring is scheduled.  Apply membrane coating 
at slab control joints, shrinkage cracks, at terrazzo medallion, and as 
directed.  

 
5. Section 10440 – Interior Signage: 

 
Add paragraph 2.2.1.6 as follows: 

 
2.2.1.6 Size and Quantity 
 
Provide a total of twenty (20) signs, 8 inches in diameter.  Sign design 
shall be as shown on attached sketch. 

 
6. Appendix D: 

 
Replace Appendix D with the attached document and add the following 
paragraph: 
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The contractor shall be responsible for providing all the necessary 
supporting documentation for the construction phase portion of all pursued 
credits as required, and for performing all work in the field required to 
complete the LEED-NC 2.2 project requirements for all pursued credits. 
The LEED-NC credits which are being pursued for this project are listed 
in the LEED Checklist “Appendix D” under the “YES and “?” columns. 
The LEED-NC 2.2 reference guide will provide additional guidance and 
should be considered a reference for this project. 

 
7. Appendix F: 

 
Add attached Appendix F, “FOR INFORMATION ONLY - Asbestos and 
Lead Paint Inspection Report” 

 
Drawings: 
 

1. Sheet C4: 
 

‘Stormwater Network Information’: Revise drainage structure (C4-19) to a 
height of 9.2’ and revise the screened orifice to 2’W x 1.1’ H.   
 

2. Sheet C12: 
 
‘Typical Bioretention Basin Details and Notes’ and ‘Screened Weir Control 
Structure Detail’: revise the rim elevation of the VDOT DI-1 outlet structure 
to 69.5’.   
 

3. Sheet C19:  
 

Revise the rim elevation of the bioretention profile to 69.5’. 
 

4. Sheet D1: 
 

Replace selected Demolition Notes as follows: 
 

2. ASBESTOS NOTE: Inspections to identify asbestos-containing 
materials have been conducted and can be found as part of Appendix F to 
the Project Specifications. Asbestos materials identified by these reports 
have been removed under another Contract. Should the Contractor access 
any material suspected of containing, stop work in the immediate area and 
notify the Owner. 
 
LEAD COATINGS NOTE: Inspections to identify lead coated building 
components have been conducted and can be found as part of Appendix F 
to the Project Specifications. These reports are provided for the 
Contractor's use and may not be all inclusive. It is the Contractor's 
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responsibility to comply with all Virginia Occupational Safety and Health 
(VOSH) Regulations as they pertain to employee exposures to lead. All 
lead coated building components shall be recycled whenever possible. 
 
 
12. Existing slate shingles shall be carefully removed, stacked on palettes 
and recycled or salvaged at the Contractor’s option, in accordance with 
Specifications Section 01550. 
 
14. All items to be demolished or removed shall be done in accordance 
with all applicable Federal, State, and Local regulations.  Demolished 
items shall be recycled or salvaged where possible, in accordance 
Specifications Section 01550.  Demolished items for disposal shall be 
transported to a State-approved landfill. 
 

5. Sheet A1: 
 

Replace selected Keynotes as follows: 
 

3. Provide cluster seating units with steel frames of square and round 
tubular construction with polyester powder coated finish. Provide seats 
and tops of 1 1/4” thick solid surfacing to match countertop.  Table tops 
shall be 40” dia. and seats shall be 15” dia. button type with bullnose 
edges.  Provide cluster configuration as shown on plan, except that one 
unit shall be configured for wheelchair accessibility (one button seat may 
be deleted to accommodate required clear floor space). 

 
6. Sheet A1: 
 

Add a 12”W X 16”H. prefinished aluminum rainproof louver for through-the-
wall installation in the Maintenance Building [117].  Replace selected 
Keynotes as follows: 
 

3. Provide cluster seating units with steel frames of square and round 
tubular construction with polyester powder coated finish. Provide seats 
and tops of 1 1/4” thick solid surfacing to match countertop.  Table tops 
shall be 40” dia. and seats shall be 15” dia. button type with bullnose 
edges.  Provide cluster configuration as shown on plan, except that one 
unit shall be configured for wheelchair accessibility (one button seat may 
be deleted to accommodate required clear floor space). 

 
7. Sheet P4: 
 

Plumbing Fixture Schedule: 
 
Revise the model numbers for the following fixtures: 
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P4 = SS-1N / IR 
P5 = SS-3N / IR 
P6 = HWBFA8L .5 (.5gpm) 
P9 = SS-1N / IR 

 
8. Sheet M2: 

 
Revise vapor barrier for the “Duct Construction Schedule” to FSK. 
 
Add the following note to the bottom of the “Duct Construction Schedule”: 
 

Insulate all exposed ductwork the Mechanical Room with rigid insulation. 
 

9. Sheet M5: 
 
Revise the exhaust routing note to read as follows: 
 

Route EF-1 discharge ductwork (12x12) from ceiling mounted fan to the 
eaves. Provide sheet metal screwed and sealed to the bottom of the rafter 
to convey exhausted air to the perimeter eave vents. 
 

Revise the ERU-1 control diagram and control sequence. Refer to the attached 
sketch. 
 

10. Sheet M6: 
 

Revise piping material/size call out for the main building piping. All piping 
within the building shall be copper from the isolation valve (as noted). 
 

11. Sheet E7: 
 

Revise Panel MDP schedule, circuit #9 serving panel MA to provide a 350 
Amp circuit breaker. 
 

Pre-Bid Conference, August 22, 2006 
 

1. A copy of the agenda from the pre-bid conference and a list of the attendees 
are attached.   

 
2. Copies of the complete bid package, including Invitation for Bids, Plans, and 

Specifications may be requested from VDOT.  Contact Ms. Robin Dolotawski 
at (804) 786-3247. 

 
END OF ADDENDUM #1 
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APPENDIX D 1

8/17/2006

LEED-NC Version 2.2 Registered Project Checklist

Yes ? No

6 8 Sustainable Sites 14 Points

Y Prereq 1 Construction Activity Pollution Prevention Required

1 Credit 1 Site Selection 1

1 Credit 2 Development Density & Community Connectivity 1

1 Credit 3 Brownfield Redevelopment 1

1 Credit 4.1 Alternative Transportation, Public Transportation Access 1

1 Credit 4.2 Alternative Transportation, Bicycle Storage & Changing Rooms 1

1 Credit 4.3 Alternative Transportation, Low-Emitting and Fuel-Efficient Vehicles 1

1 Credit 4.4 Alternative Transportation, Parking Capacity 1

1 Credit 5.1 Site Development, Protect of Restore Habitat 1

1 Credit 5.2 Site Development, Maximize Open Space 1

1 Credit 6.1 Stormwater Design, Quantity Control 1

1 Credit 6.2 Stormwater Design, Quality Control 1

1 Credit 7.1 Heat Island Effect, Non-Roof 1

1 Credit 7.2 Heat Island Effect, Roof 1

1 Credit 8 Light Pollution Reduction 1

Yes ? No

4 1 Water Efficiency 5 Points

1 Credit 1.1 Water Efficient Landscaping, Reduce by 50% 1

1 Credit 1.2 Water Efficient Landscaping, No Potable Use or No Irrigation 1

1 Credit 2 Innovative Wastewater Technologies 1

1 Credit 3.1 Water Use Reduction, 20% Reduction 1

1 Credit 3.2 Water Use Reduction, 30% Reduction 1

Yes ? No

12 2 Energy & Atmosphere 17 Points

Y Prereq 1 Fundamental Commissioning of the Building Energy Systems Required

Y Prereq 2 Minimum Energy Performance Required

Y Prereq 3 Fundamental Refrigerant Management Required

9 Credit 1 Optimize Energy Performance 1 to 10

1 Credit 2 On-Site Renewable Energy 1 to 3

1 Credit 3 Enhanced Commissioning 1

1 Credit 4 Enhanced Refrigerant Management 1

1 Credit 5 Measurement & Verification 1

1 Credit 6 Green Power 1

continued…

VDOT Safety Rest Area Facility
New Kent County, I-64 Mile Marker 213
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APPENDIX D 2
Yes ? No

3 1 8 Materials & Resources 13 Points

Y Prereq 1 Storage & Collection of Recyclables Required

1 Credit 1.1 Building Reuse, Maintain 75% of Existing Walls, Floors & Roof 1

1 Credit 1.2 Building Reuse, Maintain 100% of Existing Walls, Floors & Roof 1

1 Credit 1.3 Building Reuse, Maintain 50% of Interior Non-Structural Elements 1

1 Credit 2.1 Construction Waste Management, Divert 50% from Disposal 1

1 Credit 2.2 Construction Waste Management, Divert 75% from Disposal 1

1 Credit 3.1 Materials Reuse, 5% 1

1 Credit 3.2 Materials Reuse,10% 1

1 Credit 4.1 Recycled Content, 10% (post-consumer + ½ pre-consumer) 1

1 Credit 4.2 Recycled Content, 20% (post-consumer + ½ pre-consumer) 1

1 Credit 5.1 Regional Materials, 10% Extracted, Processed & Manufactured Regio 1

1 Credit 6 Rapidly Renewable Materials 1

1 Credit 7 Certified Wood 1

Yes ? No

8 7 Indoor Environmental Quality 15 Points

Y Prereq 1 Minimum IAQ Performance Required
Y Prereq 2 Environmental Tobacco Smoke (ETS) Control Required
1 Credit 1 Outdoor Air Delivery Monitoring 1

1 Credit 2 Increased Ventilation 1
1 Credit 3.1 Construction IAQ Management Plan, During Construction 1

1 Credit 3.2 Construction IAQ Management Plan, Before Occupancy 1
1 Credit 4.1 Low-Emitting Materials, Adhesives & Sealants 1
1 Credit 4.2 Low-Emitting Materials, Paints & Coatings 1

1 Credit 4.3 Low-Emitting Materials, Carpet Systems 1
1 Credit 4.4 Low-Emitting Materials, Composite Wood & Agrifiber Products 1

1 Credit 5 Indoor Chemical & Pollutant Source Control 1
1 Credit 6.1 Controllability of Systems, Lighting 1
1 Credit 6.2 Controllability of Systems, Thermal Comfort 1

1 Credit 7.1 Thermal Comfort, Design 1
1 Credit 7.2 Thermal Comfort, Verification 1

1 Credit 8.1 Daylight & Views, Daylight 75% of Spaces 1
1 Credit 8.2 Daylight & Views, Views for 90% of Spaces 1

Yes ? No

5 Innovation & Design Process 5 Points

1 Credit 1.1 Innovation in Design: Exceptional water use reduction (WE Cr3.2) 1

1 Credit 1.2 Innovation in Design: Educational sign use 1

1 Credit 1.3 Innovation in Design: Green Housekeeping 1

1 Credit 1.4 Innovation in Design: Exceptional Open space area (SS Cr5.2) 1

1 Credit 2 LEED® Accredited Professional 1

Yes ? No

38 2 25 Project Totals  (pre-certification estimates) 69 Points

Certified 26-32 points   Silver 33-38 points   Gold 39-51 points   Platinum 52-69 points
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APPENDIX F 
 

FOR INFORMATION ONLY 
 

ASBESTOS AND LEAD PAINT INSPECTION REPORT 
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Virginia Department of Transportation 
New Kent Safety Rest Area & Information Center – I64W 

 (Project Code: 501-06501-005) 
 

10:00am August 22, 2006 
 
 

Pre-Bid Conference Agenda Items 
 

 
I. Introduction of Participants 

• Opening Remarks 
 
II. Review of Project and Special Requirements 

• Scope of Work / Description of the Project 
• Drawing Review 
• Hazardous Material Abatement 
• LEED Silver Certification 
• Construction Risk Allocation Program 
• Early Completion Incentive / Disincentive Program 
• Bid Form Questions 
 

III. Project Schedule 
• Bids Due: September 14, 2006 
• Notice to proceed by: October 12, 2006 
• Early Completion Date: April 10, 2007 (Final) 
• Mandatory Completion Date: June 9, 2007 (Final) 

 
IV. Additional Information 

• Project Site Visit Recommended 
• DGS Forms Center: http://bcom.dgs.virginia.gov Click on “Forms & Formats” 
• Documents on VDOT website http://www.virginiadot.org/business/asd-

capoutlay.asp 
 
 
Note:  
 
Bids are due at 2:00 p.m. sharp, Thursday, September 14, 2006, at VDOT reception desk, 
first floor, 1201 E. Broad Street, Richmond, Virginia 
 
Bid Opening at 2:00 p.m. Friday, September 15, 2006, in the "Bid Room" located on the first 
floor, 1201 East Broad Street, Richmond, Virginia. 
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